WARNING

Prior to installing the MICROSmart before starting installation, removal, wiring, maintenance, or inspection of the MICROSmart. Failure to turn off the power may cause damage, electrical shock, or fire hazard.

1. When the fuse is changed, ensure that the fuse is inserted correctly and is not damaged. If the fuse is inserted incorrectly, the MICROSmart may fail to start.

2. Before changing the fuse, ensure that the input terminals are disconnected. If the input terminals are connected, the circuit may become damaged or may not operate as intended.

3. Use only the specified fuse recommended for this device. Using an incorrect fuse may cause the device to fail or may cause fire, damage, or malfunction.

3. Use a terminal cover. This is a required when using a terminal cover with the MICROSmart in Europe.

4. Install the MICROSmart securely. For applications where the MICROSmart is exposed to environmental conditions, ensure that the device is securely mounted.

5. Use a terminal cover. This is required when using a terminal cover with the MICROSmart in Europe.

6. Use a terminal cover. This is required when using a terminal cover with the MICROSmart in Europe.